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A Life Safety Code Survey was conducted at 
Burlington Health & Rehab Center on April 20 
2010 Accompanying the isiinteyor on the tour of 
of the facility was the Faciliti dead 

K018 NFPA 101 LIFE SAFETY °ODE STANDARD 
SSrO 

Doors protecting corridor openings in other then 
required enclosures of vertical openings egts, or 
hazardous areas are substantial doors such as 

those constructed of 1% inch solid-bonded cora 
wood, or capable of resistng fire for at least 20 
Minutes Doors in sprinkleted buildings are only 
required to resist the passage of smoke. There is 
no impediment to the closing of the doors. Doors 
are provided with a means suitable for keeping 
the door closed Dutch doors meeting 19.3 5 3 
are permitted. 	19.3 6 3 

Roller latches are prohibited by CMS regulations 
in a!) health care facilities 

K 000 

K 018 

PIVIP standard reviewed and 
include door closure testing. 
Director of Maint, Adrain, St/or 
designee 

Maintenance Svcs &/or designee 

Spring loaded binges installed to 
spa room doors on Unit 2 and 
Unit 3 

Room 416 & 216 doors were 
adjusted to ensure proper 
closure 

Maintenance Svcs &/or designee 6-4-10 

4-21-2010 

This STANDARD is not re. as evidenced by. 
eased on observation arri Confirrned Jy interne.', 
the facility tailed to assure that there are no 

impediments to the closing of all doors as 
required by 19 3 6 3 

1 Per observation during The tour of the facility on 
April 20, 2013. that the condor fire doors located 
by Rooms 416 & 216 do not case and latch 
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Any dapsnay statement end's. with L4  ass=ns,: n denotes a deficiency which the institution may se excused from correctrng providing it 4 deRan;112d :hat 

other safeguards provide sufficient protectio ::o the patients (See instructions I excew4 for nursing homes, the firdogs Stated above are dracloaable SO days 

following the date of survey whether or not a cAzt crf correcuon is crowded For nursing homes, the above findings and plans of correction are dieciosan 1  4  

days following the date these documents am -nide available co the facility it deficiencies are cited an apoieved ciao of correction is requisite to Rent"loc 
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Unit 2 & 3 fire caulking and 
patching completed 
Maintenance Svcs &/or designee 

Unit 4 & 5 fire caulking and 
patching completed 
Maintenance Svcs &kir designee 

PMP to include new construction 
checks when scope of work is 
completed 
Director of Mainz. Admin, &/or 
designee 

Sprinkler head was raised to 
meet standard 

Director Maint Svcs &Mr 
contract designee 

PMP to include new construction 
checks when scope of work is 
completed 
Director of Maint, Amin, &/or 
designee  
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K 018 Continued From page 1 

properly 

2 Per observation during trie tour of the facility on 
April 20. 2010, all the non-uatient room doors 
located on the second fibor are musing closing 
devices 

3 Per observation during Me tour of the facility on 
April 20, 2010, the third floor tub torn door is 
missing a self-closing device 

K 025 NEPA 101 LIFE SAFETY LODE STANDARD 

55=0 
Smoke barriers are constructed to provide at 
least a one half hour fire resistance rating in 
accordance with 8,3 Smoke barriers may 
terminate at an atrium wall Windows are 
protected by fire-rated glazing or by wired glass 
panels and steel frames A. minimum of two 
separate comoartments are provided or eacn 
floor Dampers are not required in duct 
penetrations of smoke bathers in fully ducted 
heating, ventilating, and air conditioning systems 
19 3 7 3 19 3 7 6. 19 1 6.3 191 5.A 

This STANDARD is not met as evidenced by 
Based on observation and confirmed by Interview 
the facility failed to assure that smoke barriers are 
constructed to provide at !east one half hour of 
fire resistant' ating in accorcance with 8 3 

Per observation during ire tour of the facility on 
April 20, 2010, there are numerous penetrations 
above the corridor ceilincs for the second and 
third floors that are not sealed 

K 056 NEPA 101 LIFE SAFETY Ili.DDE STANDARD 

SSrC 

K 056 
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Residential dryer that was not 
vented has been removed 

Director of Maint Svcs &/or 
contract designee 

Life Safety records were 
reorganized and faxed for verify 
completion. New organization 
binder was developed. 
Director of [Mint, Admin. &/or 
designee 

K 147 
4-22-10 

4-22-10 

K 130 

K130 

K147 
	

Power strip was removeed 
Director of Maint Svcs, 

Administrator, &/or designee 
PMP standard reviewed and 
includes checking for use of back 
to back surge protector extension 
cords. 

Director of Maint Svcs &/or 
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;be:- 

4-21-10 

4-26-10 

05/27/2010 12:53 	802-863-8016 
	

BURLINGTON H&R ADM'' , 
	

HALIL BO/ Do 

DEPARTMENT OF HEALTH 
CENTERS FOR MEDICARE 
A..% !ENT CF DEPc rEvCiES 

ANic 1-AN OF CORRECTION 

ANL)  HUMAN SERVICES 

&11/11:-.D.CAID saRvicEs 
xi PRO viCER/SUPPuER:GL:A 

naNTFICATION NUMSIR 

 

r)Rlfr4T20 r.3,2D'i U  
FORM APPRCVED 

OMB NO 0938-0301_,  
43, :ATE SURVEY 

COMPLETED 
ix21 MULTIPLE CC' SreUCIICN 

A BUILDING 	01 BUILDING 

B WING 

  

475014 

 

04/20/2010 	I 

   

    

      

NAME OF PR OmcsR OR SUPPLIER 

I BURLINGTON HEALTH 8, REHAB 

r(.4.1, .0 
1 	Pei EFix 

TAG 

SUMMARY sTaTelvient Or  L7Er.C:r t•ICIe9 
.E AC h4 GEPcIENCY 'vIUST BE =RECEDED SY FULL 

P =GULATOY DR L5c 'oEi.mgvING IvFORMATIONL 

IC 
e7 X 

7A3 

ETR=ET AcDRESS CITY 5-ATE zrp CODE 
300 PEARL STREET 
BURLINGTON, VT 03401 

PROVIDER'S 31.4N OF DOSSED-'ON 
aAoP CORRECM/S ACTION SHOULD aff. 

CROSS-REFERENCED TO TIE AFPROf”IATE 
DEFICIeNcy,  

K 130 Continued From page 3 

2010 the facility has failed to keep connolete life 
safety systems records 

K 147 NFPA 101 LIFE SAFETY CODE STANDARD 

SS-so 
Electrical yviring and equipmen: is in accordance 
with NFPA 70 National 61-5c:rical Coce 9 1,7 

This STANDARD is not met as evidenced by' 
Based on observation ant ccnfirmed t y interview 
the facility Failed to assure that electrical wiring 
and equipment was in actotance with NFPA 70 
National Electical Code 9 ' 2 

Per observation, during the -air of the facility on 
April 20, 2010 Mere are n J -rams outlet strips 
that are plugged into each other in the new 
physical therapy office 
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